I. INTRODUCTION
RANSIENT overvoltages are one of the root-causes of dielectric failures in transformers. The assessment of internal winding dielectric stresses is in the case of power transformers routinely performed by the manufacturers using in-house calculation programs. These programs make use of a detailed description of the transformer windings with circuit element parameters obtained using analytical expressions or Finite Element calculations, see [1] and references therein for an overview of methods. It has been shown [2] that when applied to a common geometry, the calculation programs by different manufacturers generally give similar results for the peak value of external and internal voltages when applying a lightning impulse voltage to the transformer. However, substantial differences were found for the resonance frequencies and damping. This fact raises concerns about the suitability of the manufacturer's models when applied in simulations involving general overvoltages that result from the connected system. On the other hand, measurement-based black-box models can provide quite accurate results [3] - [7] for the voltage on external terminals, although the transformer must first be built before any measurements can be performed.
One of the dielectric weak parts of a transformer is the regulating winding which, depending on the selected tap position, can exhibit strong internal resonances. In the 1970s, American Electric Power experienced several failures in autotransformer regulating windings [8] , with resonant voltage build-up as root-cause. It is therefore of interest to extend the capability of the black-box model approach to also include points in the regulating winding.
CIGRE JWG A2/C4.52 has in 2016 performed a measurement campaign on a single-phase and a three-phase transformer in order to assess/improve the accuracy of currently applied white-box models, and to provide input for black-box and grey-box modeling. The measurements involve frequency domain and time domain measurements at the transformer external terminals and at some internal points. This paper reports results obtained for black-box-modeling of the single-phase three-winding transformer. In addition to the four external terminals, the measurements include voltage transfer from external terminals to three points in the regulating winding. From the measurements, a wide-band model is extracted which can be applied in transient simulation in an EMTP-type environment. The various steps in the measurement and modeling procedure are described with emphasis on accuracy preservation. A few comparisons are made with white-box model simulation results to appreciate the fidelity of the proposed model. Also, the effect of the tap changer setting on transferred overvoltages between the windings is investigated. Finally, the model is applied in a transient simulation where a resonant voltage build-up takes place in the regulating winding. The resulting overvoltages are compared with those arising in the standard lightning impulse test.
II. TRANSFORMER UNIT AND MEASURED QUANTITIES
The transformer is a 50 MVA single-phase three-winding transformer with rated voltages 230/69/13.8 kV at 60 Hz. The core has one mid-leg and two return legs. The internal connections are shown in Fig. 1 . The regulating winding is a an interleaved disk winding with 10 circuits. The online tap changer (OLTC) has 11 tap positions and the polarity of this winding is reversible, giving a total of 21 tap positions. 
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The measurements were performed with the transformer active part inside the tank, but without oil, lid and bushings. This paper shows results for measurements with the tap changer in mid position at position Nom+, i.e. with the moving contact "k" in Fig. 1 in position "+" and with the moving contact H0 in R11. It is observed that in this tap setting, R1 has no galvanic connection to other parts in the transformer, thereby being susceptible to voltage oscillations and therefore vulnerable to overvoltages.
The external connection points H1, H0, X1, X0, Y1 and Y2 were brought to the rim of the tank (Fig. 2 ) where they were made available for the measurement equipment which was placed on top of a scaffolding. The applied connection leads were those already installed for connecting H1 and X1 to the bushings as well as additional leads for bringing the remaining connection points to the rim. Three additional measurement leads were installed that allowed measurement at three internal points in the regulating winding: the two extreme ends (R1, R11) and a point (R5) near the mid-point (R6). A braided wire was clamped to the tank rim and used as ground reference in the measurements.
Using a setup similar to the one in [4] , the admittance matrix was measured with respect to the four external terminals H1, X1, Y1, Y2, with terminals H0 and X0 grounded at the tank rim. In addition, two identical voltage probes were used for measuring voltage transfer functions from these four external terminals to the three points in the regulating winding, R1, R5, and R11.
Tables I and II define the node labeling used in this work as well as the type of measurements that were performed. all seven terminals. However, since nothing will be connected to the internal points, we chose a different strategy [9] which uses a combination of a terminal model with respect to the external terminals only (H1, X1, Y1, Y2) with the voltage on internal points obtained via voltage transfer functions. This latter approach has the advantage of fewer measurements and less difficulties with passivity enforcement since there are no passivity requirements for the voltage transfer model. The procedure is outlined below and described in detail in Sections IV and V.
The input for the modeling is a measurement of the terminal admittance matrix Y(ω) and the voltage transfer matrix H(ω) from external terminals to internal points, see Fig. 3 . Y relates the voltages and currents at the transformer external terminals (1) while H determines the internal voltages with the external voltages as input (2).
Matrices Y and H are to be fitted with multi-port rational functions on state-space form,
The two state-space models (3) and (4) are utilized in an EMTP-type time domain simulation environment as shown in Fig. 4 . The admittance model is connected to the power system and the simulation gives the voltages at the transformer external terminals. These (four) voltages are used as input to the voltage transfer block whose outputs are the voltage waveforms at the (three) internal nodes. 
IV. ADMITTANCE MODELING

A. Measurements
Fig . 5 shows the measured elements of the admittance matrix Y with respect to the four external terminals. It is observed that the four elements that are related to the tertiary winding (terminals 3 and 4) are practically equal in magnitude at frequencies below 10 kHz. This result is due to the tertiary winding being ungrounded which causes the common mode component, which corresponds to the capacitive charging current, to approach zero as frequency is reduced. This behavior is however inaccurately represented in the shortcircuit measurement which leads to error magnifications in calculations of voltage transfers to the tertiary winding. This problem is demonstrated in Fig. 6 where the voltage transfer from terminal 2 (X1) to open terminals 1 (H1), 3 (Y1) and 4 (Y2) has been calculated from the measured Y. It is seen that excessive errors arise a frequencies below 10 kHz. Additional errors exist at high er frequencies as well but they have a different cause which is eliminated in Section IV-B. In order to overcome the accuracy limitations, we will explicitly model the common mode components. Consider the matrix partitioning of Y in (5). As already mentioned, the 2×2 block associated with Y1 and Y2 has a very small (common mode) eigenvalue. It can be further shown that the coupling from H1 and X1 to Y1 and Y2 will also have a very small common mode component at low frequencies, which must be accurately represented. (5) Additional measurements were performed with terminals 3 and 4 bonded, see Fig. 7 . The admittance measurement of the resulting 3×3 matrix Y' now directly reveals the common mode component associated with Y1 and Y2. Fig. 7 . Common mode admittance measurements.
The elements at frequencies below 10 kHz are replaced with the expected capacitive behavior (straight lines) that was deduced from the 10 kHz sample point. These measurements were next used for replacing the common mode behavior of the original 4×4 Y as follows.
1. For the 2×2 block associated with terminals 3 and 4, subtract from each row the average of the row-sum, and from each column the average of the column sum. Add to all four elements the measured element The above replacement is only made at frequencies below 10 kHz as the accuracy was otherwise found to deteriorate at higher frequencies. 
B. Elimination of Cable Effects
The admittance measurements were performed using coaxial cables of length 3 m. The effect of the measurement cables was removed from Y using the transmission line-based cable elimination method described in [11] . Fig. 9 compares the calculated voltage transfer from X1 to Y1 and Y2 (with H1 open), similarly as in Fig. 6 . It is observed that the agreement with the directly measured voltage transfers are now greatly improved over the full frequency band. This result is due to 1) the special treatment of the common-mode components in Section IV-A which improves the accuracy at low frequencies, and 2) the cable elimination which improves the accuracy at high frequencies. 
C. Model Extraction
In order to preserve the small eigenvalues buried in Y during the model extraction step, we apply the method of a mode-revealing transformation [12] . Here, an orthogonal similarity transformation T is applied (6) such that the small eigenvalues become more visible in the transformed matrix Y  while preserving the passivity properties of Y.
The transformed matrix Y  is subjected to pole-residue modeling [13] , [14] and passivity enforcement [15] . Fig. 10 shows the elements of Y  and its rational approximation using 
V. VOLTAGE TRANSFER MODELING
A. Measurements
Using two identical voltage probes, the voltage transfer from external terminals 1-4 to internal nodes 5-7 were performed directly on the transformer terminals without the use of coaxial cables. The measurements define the voltage transfer by (2) where the four columns of H are subjected to rational fitting by a common pole set of N H =100 poles (9) . The pole-residue models are converted [10] into state-space models which are concatenated into a single model (2). , 0, 
VI. TIME DOMAIN VALIDATION
A. Convolution-Based Approach
The final validation of a model should be performed in the time domain since seemingly small model errors in the frequency domain can lead to large errors in the time domain as the simulation time progresses. In this work, we used a slightly different approach based on direct voltage transfer function measurements in the frequency domain with terminal conditions that correspond to the test condition of the accuracy assessment. The transfer functions are measured one-by-one on the terminals using two identical voltage probes. The voltage transfer functions are fitted with a high-order rational function, allowing time domain simulation via recursive convolution [16] . The approach is accurate since there are no matrix manipulations involved. Compared to a direct time domain measurement it has the advantage that the response can be calculated for any input wave shape. In the following subsections these convolution-based simulations are denoted as "Measured" although they have been derived from frequency domain data.
B. Voltage Application on H1
In this test, the voltage is applied to terminals H1 with H0 and X0 grounded and with X1, Y1 and Y2 open. The voltage transfers from terminal H1 to X1, Y1, Y2, R1, R5 and R11 are measured and fitted with rational functions. Fig. 12 shows the voltage responses on the external terminals as obtained by the admittance model (1) when applying a 1 Volt lightning impulse wave on H1. The agreement is excellent with only small difference in the oscillation frequency. Fig. 13 shows the simulated voltage on R1, R5, and R11 as obtained with the voltage transfer model (2) which has the simulated waveforms in Fig. 12 as input. A zoomed view is provided in Fig. 14 . Again, a very accurate result has been obtained. Similar accuracy was obtained when applying the voltage excitation on the low-voltage side (X1). 
VII. COMPARISON WITH WHITE-BOX MODEL SIMULATION
The transformer manufacturers make use of a detailed models (white-box model) for predicting the internal voltage stresses that arise when applying the standard lightning impulse voltage to external terminals. A lumped-parameter white-box model of the transformer was created based on detailed design information about the transformer and spatial discretization, giving a description in terms of capacitance, inductance and resistance matrices, and internal connections. The resistance values are calculated using the k-factor method where k is scaling factor for the resistor elements, see [17] for a description. The modeling conditions are the same as for the actual transformer, i.e. the active part is in tank with no oil and there are no bushings. Fig. 15 shows the calculated result for the response on X1 with voltage application on H1, which corresponds to one of the traces in Fig. 12 . The result with k=10000 is seen to give a good agreement for the damping of the dominant natural frequency while usage of k=0 (no damping) gives a result which becomes highly inaccurate after a few oscillations. In both cases, the model gives a slightly too high frequency for the oscillation (about 15%). Fig. 16 shows the calculated result for the response on R1 when applying the voltage on H1, which corresponds to one of the traces in Fig. 13 . In this case, usage of k=10000 gives a much too high damping of the response while k=0 gives a more acceptable result. From the result in Figs. 15 and 16 one can conclude that usage of a single k-factor value cannot cover all cases with acceptable accuracy. This result can be explained by the frequency-dependency of the damping as the dominant frequency components in Figs. 15 and 16 are very different (about 100 kHz and 15 kHz, respectively). 
VIII. IMPACT OF TAP SETTING ON TERMINAL BEHAVIOR
The selected tap setting will impact the overvoltages that occur in the regulating winding. In addition, the tap setting also affects the transferred overvoltages between the windings. The transferred voltage was investigated by measuring the admittance matrix with respect to terminals H1 and X1 with the tertiary terminals (Y1, Y2) open. The elements of the associated 2×2 admittance matrix are shown in Fig. 17 , with nodes 1 and 2 denoting H1 and X1, respectively. The elements are shown for the transformer tap setting in position Max, Nom+, Nom-and Min. It can be seen that a noticeable difference exists between the tap positions at frequencies below 30 kHz. The difference between the two mid-positions Nom+ and Nom-is however very small. Above 30 kHz, the differences between all curves are small until 1 MHz where noticeable differences can again be observed.
From the admittance matrices, the voltage transfer function X1 to H1 was calculated, see Fig. 18 . It can be observed that the tap setting greatly affects the first resonance peak at about 7 kHz. The peak is substantially reduced and shifted towards higher frequencies as the tap position is moved from Max to Mid (Nom+/Nom-) and Min. These results imply that a general black-box model should be created for more than a single tap position to properly represent the low frequency resonance. The change to the low frequency resonance is quantified in Table III . We return to the complete transformer model in tap Nom+ and demonstrate its potential application in a transient simulation study. Three transformer units are connected into a three-phase bank as shown in Fig. 19 by connecting the tertiary windings into delta. The transformer is fed from a substation via a cable as shown in Fig. 20 . The cable is modeled as a three lossless single-phase lines with propagation characteristics as shown in Table V , and with mutual coupling between phases neglected. The system overhead lines (OHL) are single-circuit three-phase lines over an earth with resistivity 100 Ω•m. The conductor data are given in Table IV An ideal ground fault occurs in phase 1 in the substation, at voltage maximum, which is represented in the simulation by a closing switch. The ground fault initiation results in a voltage oscillation in phase 1 on the transformer HV side. The dominant frequency component results from quarter-wave oscillation in the line stub. The frequency is estimated by (10) to be 19 kHz with l=2.1 km and v=160 m/µs. This oscillation frequency coincides with the resonance peak in voltage transfer from the HV terminal to the internal points in Fig. 11 . The damping of the impinging voltage on the HV terminal is greatly increased when replacing the cable with an overhead line due to its higher characteristic impedance. To see this, the 2.1 km cable between the bus and the transformer is replaced with a 4 km overhead line. The quarter-wave resonance frequency of the OHL is the same as for the 2.1 km overhead line, i.e. 19 kHz. The overvoltage in R1 in relation to the peak value of the 60 Hz stationary voltage is listed in Table VI when the ground fault occurs on either the cable end (Fig. 21) or one the OHL end. The measurements were performed with the transformer in tank, but without oil. Measurements in oil are possible but such approach is less attractive for reasons related to time consumption and cost. The impact of the missing oil is that the partial capacitances between transformer internal parts is too low, which is affects both admittance and voltage transfer functions. In general, reducing the capacitances will shift resonances towards high frequencies. This impact of the missing oil should be clarified by further studies. The measurements were further performed without presence of the bushings. The bushings can however be represented by lumped shunt capacitances that can be added to the model. This work has demonstrated that overvoltages in the regulating winding can be simulated using a black-box model approach which combines a terminal equivalent with a voltage transfer model. The approach offers excellent accuracy and compatibility with EMTP-type simulation programs.
The presence of an ungrounded tertiary winding causes error magnifications at lower frequencies. This problem is overcome by explicitly representing the common mode components during measurement and model extraction.
Usage of the model in a transient simulation study shows that internal voltages in the regulating winding can in resonant conditions exceed the voltage that occurs in the lightning impulse test. The model can therefore be a valuable tool for identifying network conditions where such resonant voltage buildup are likely to occur.
The tap setting can substantially impact the terminal admittance matrix below 10 kHz, thereby impacting the lowerfrequency resonance frequencies. Black-box terminal models should therefore be provided for several tap settings, e.g. Min.
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